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T-101: Z-07, Z-20 TO Z-23, Z-29/30 (SEE SUMMARY)

LOADOUT Z-24/25/26
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PR-101 CLOSURE: Z-14 DIV 1 R5', Z-15 DIV 2 R15', Z-16 DIV 2 R25' TO 18" ABOVE GRADE

V-101 CLOSURE: Z-17 DIV 1 R5', Z-18 DIV 2 R15', Z-19 DIV 2 R25' TO 18" ABOVE GRADE

Z-08/09 VS-101 OUTLET EL 25': DIV 1 R5', DIV 2 R10'

Z-10 VS-101 BASE DRAIN VALVE / PAN: DIV 2 R10', GRADE TO 3'

Z-12/13 ANALYZER VENT EL 13': R5'/R10'

Z-27/28 B-101 DIV 2, 3' BEYOND OPENINGS

B-102 UNCLASSIFIED (57 FT TO NEAREST SOURCE)

G-101 PACKAGE UNCLASSIFIED

FUEL INLET 1052

CP-150 / BURNER END UNCLASSIFIED

E-161 5 KW PREHEATER
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N

PLANT NORTH = TRUE NORTH (H-02)
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SCALE 1" = 25'-0" (1:300) AT ANSI B

LEGEND

CLASS I DIVISION 1, GROUP D

CLASS I DIVISION 2, GROUP D (GRADE TO LIMIT IN REGISTER)

CLASS I DIV 2, GRADE TO 18 IN ABOVE GRADE ONLY (LIQUIDS)

ELEVATED ENVELOPE (VENT OUTLET), DOES NOT REACH GRADE

UNHATCHED AREA: UNCLASSIFIED

LIGHTING POLE (CLASS I DIV 2 T4 LUMINAIRE)

TYPICAL ELEVATIONS (NTS)

GRADE

DIV 1 R5'

DIV 2 R10'

VS-101

OUTLET EL 25'

(a) VENT OUTLET

DIV 2 R15'

DIV 1 R5'

18" AG TO R25' (DIV 2)

(b) PR-101 / V-101 CLOSURE

SOURCE

10' ABOVE HIGHEST SOURCE

10' BEYOND GROUP

(c) PROCESS GROUP

ENVELOPE SUMMARY (FULL REGISTER: ELE-RPT-001 TABLE 6-1)

Z-01..Z-07 PROCESS GROUPS: DIV 2, 10' BEYOND GROUP, GRADE TO 18-20'

Z-08/09 VS-101 OUTLET EL 25': DIV 1 R5', DIV 2 R10'

Z-10 VS-101 BASE DRAIN VALVE / PAN: DIV 2 R10', TO 3'

Z-12/13 B-101 ANALYZER VENT EL 13': DIV 1 R5', DIV 2 R10'

Z-14..19 PR-101 / V-101 CLOSURES: DIV 1 R5', DIV 2 R15',

DIV 2 R25' TO 18" ABOVE GRADE

Z-20..23 T-101: INTERIOR DIV 1, PVRV R5'/R10',

CONTAINMENT DIV 2 TO TOP OF WALL (3')

Z-29/30 T-101 EV-193 EMERGENCY VENT: DIV 1 R5', DIV 2 R10'

Z-24..26 LOADOUT: DIV 1 R3', DIV 2 R10', R25' TO 18" AG

Z-27/28 B-101 INTERIOR DIV 2, 3' BEYOND OPENINGS

E-161 5 KW PREHEATER IN Z-02: DIV 2, SHEATH T3 OR BETTER

NOTES / REFERENCES

1. CLASSIFICATION PER API RP 500, SEE ELE-RPT-001. GAS LIGHTER THAN AIR (SG 0.638), GROUP D.

2. EQUIPMENT IN DIV 1 / DIV 2: GROUP D, T3 MIN (LOWEST AIT 225 C). LUMINAIRES DIV 2 T4 THROUGHOUT.

3. B-102, G-101 PACKAGE, XF-101, ANT-201, JB-W01, H-101 BURNER END ARE UNCLASSIFIED.

4. B-101 INTERIOR DIV 2 (EF-101A/B 250 CFM, 13.9 ACH). SEAL ALL CONDUITS AT B-101 WALL.

5. SEAL CONDUITS AT DIV BOUNDARIES (NEC 501.15) AND AT B-102 ENTRY. NO OPEN PITS IN ENVELOPES.

6. LAYOUT PER MEC-DWG-001. PSV-161 PIPED TO VENT HEADER 1070: NO LOCAL VENT ENVELOPE.

7. WELDED PIPE, BURIED 1042 / 1051 / 1052 AND IJ-101 / IJ-102 ARE NOT SOURCES.

REF: GEN-DB-001 SEC 10.1
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